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SHEET NOTES:

Conduit from barrier pullbox or other
equipment down into Girder, See
sheet E-99.

For conduit fto Suspend Lighting, See
sheet E-229. Typ for all PB-LTG located
on the north side of the roadway.

Roadway Barrier Receptacle, see
Detail 1, sheet E-68.

NOTES:

1.

See Sheet E-50
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References:

For typical details and locations of
conduit connections to light poles,
barrier outlet boxes, call boxes, overhead
sign lighting, CCTV and MVDS, see

E-66, E-67 and E-68.

TOS equipment is shown for conduit routing
only. Far typical details of TOS contraller
and devices, see sheet E-344 through
E-357.

For types of pullboxes, splice boxes and
enclosures, see sheet E-83,

For circuif and conduit/cable tray
schedules, see sheets starting ot E-401.

. For Roadway Call Boxes refer fo sheet

E-396.

. For Roadway Level Lighting Pole Schedules,

see sheet E-82.

. For Roadway Level Call Box Schedule, see

sheet E-397.

For number of lighting fixtures (main tower
lights), see lighting schedule sheets E-271
and E-272.

. See sheets E-66 fthru E-68 for conduit

locations.
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